INTRODUCTION
Alternative systems for cooling and ventilation of buildings have their power dependent on the environmental conditions. Therefore they usually need an efficient thermal storage system. Such a system should meet many demands. Among them the most important are: to store as much energy as possible in the defined volume, to have large area for heat transfer and to conduct heat as quickly as possible. One of the important parameters is also the temperature at which energy is stored. This temperature influences the efficiency of the system as well as on the indoor environment condition of buildings. One of the solutions is to use phase change materials -PCM.
Phase change materials have high melting heat which can store or release heat at melting and solidification. This heat is released or absorbed at nearly constant temperature. The content of the stored heat is from 5 to 14 times grater compared to the classical thermal storage systems (like water, stones etc.).
Thermal storages with PCM take up a major part of the research in the building area. Researchers have made fundamental investigations for more than 20 years. Chen et al. [1] have experimentally investigated cold storage in an encapsulated thermal storage tank.
Lamberg [2] made analytical model for twophase solidification problem in a finned PCM. She calculated location of the solidification points and temperature profile. Simard and Lacroix [3] have analyzed the behavior of the plate thermal storage with PCM. They calculated optimal panel depth and the distance between them. Seeniraj and Narasimhan [4] analyzed performance enhancement of a solar dynamic LHTS module. They have numerically calculated that fins increases heat transfer in PCM. Cabeza et al. [5] have studied heat transfer enhancement in water as PCM with insertion of three possible materials: stainless steel, cupper and graphite. They have found that heat flux increases the most at insertion of the graphite. Stritih [6] has experimentally discovered that heat transfer at melting is not a problem. At solidification heat transfer can be enhanced with fins.
Applicative researchers on this field deals with insertion of PCM into wall and ceiling panels, heating and air-conditioning systems and the use of PCM in thermal storage systems. Most of the researchers have shown that integration of PCM into walls increase their characteristics. Lee et al. [7] have presented the results of macro scale tests that compare the thermal storage performance of ordinary concrete blocks with those that have been impregnated with two phase change materials. Zalba et al. [8] have discovered that the capacity
of PCM influences on the reduction of the internal temperature oscillations compared to the external ones. Darkwa and Collagham [9] have shown that PCM panels with the narrow phase change area are the most efficient for applications in buildings. Liu and Awbi [10] have compared natural convection beside an ordinary wall and wall with PCM. They have discovered increased thermal capacity and decreased thermal conductivity. Zhou et al. [11] have analyzed the room with PCM panels. They have found that the efficiency is better if the PCM panel is located on the internal side of the wall. Ahmad et al. [12] experimentally shown that wallboards with PCM have the same characteristics even after 400 cycles. Numerical simulations [13] have shown that optimal melting temperature for PCM panels in passive solar buildings is 21 ºC. Kuznik et al. [14] made optimization of PCM wallboard for building use. They have found that optimal thickness depends on the time interval of the operation.
Research of the integration of PCM into double glass window [15] has shown that in winter thermal comfort is increased and in summer heat loads are decreased. Results show that the transmisivity of the glass remains good. Huang et al. [16] have found the integration of PCM increases the efficiency of the photovoltaic (PV) system. Wang et al. [17] have analyzed the influence of PCM on the coefficient of performance (COP) of the cooling system. The objective of this paper is to present energy conservation opportunities at PCM free cooling. This is an alternative method of cooling and ventilating buildings, which combines increased thermal mass and night ventilation. The thermal inertia of a building is actively adjusted by integrating PCM into the ceiling board of a building. Cold night air is used to cool the building interior and the PCM storage. Outside air for night cooling can be introduced into the space locally by window, wall fans or by a central air supply system. During the daytime hot indoor air is circulated in the unit (Fig. 1) [18] . The aim of the use of PCM-products is to reduce the energy needed for cooling buildings with heat overproduction.
EXPERIMENT
An experimental set-up for the analysis of heat transfer within the free cooling system was installed. A measurement testing line was designed for measuring the daily cold storage efficiency. The cold storage filled with paraffin was located in an air duct that let in cold air during the night. Cold air led to paraffin crystallization and therefore cold accumulation. During the daytime hot air was led through the air duct, which was cooled down due to the accumulated cold in the cold storage. The air duct was insulated in order to reduce cold exchange with the surroundings.
The testing line (Fig. 2) consisted of a personal computer (1) in which the measured data were put through an A/D (Analogy/Digital) converter (2) and I/O (Input/Output) Card (3) . Characteristic values for the inlet (5) and outlet (8) temperatures were measured with type K thermocouples (4) and air velocities were measured with an anemometer (10) . Air entered into the insulated air duct (6) through an inlet aperture and was then fed through the cold storage (7) to the outlet aperture (8) by the fan (9), where it was measured by anemometer (10).
Fig. 2. Testing line scheme for measuring daily cold storage efficiency
The cold storage was composed of a metal box, whose shape enabled it to be built Inlet, outlet air temperatures, and airflow have been measured. These measurements were conducted in April, when the outside air temperatures were below 15 °C. At nighttime the outside air was used for cooling PCM, which was placed in a thermal buffer. Measuring usually started at 7:30 AM and ended at 2 PM. The cooling time for PCM at night-time with the outside air was approximately the same for every single measurement. It was essential to have the same amount of coldness inside the buffer, so that all the results would be comparable. The process of measuring took 7 days and during those days the outside temperature remained stable. We made several measurements for combinations of inlet temperature 26, 36 and 40 ºC and air flows 1.5 and 2.4 m/s. into a ceiling board. In order to increase the thermal power of the cold storage two different industrials fins were used. These fins were made of aluminium and were connected to the metal box from the interior and exterior sides on both upper and lower sides of the box (Fig. 3) . The contact between the box and fins was filled with thermal conductible paste.
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Fig. 3. a) Shape and b) cross section of the cold storage
Fins were used here for two different reasons. On the exterior side of the cold storage, fins were connected to the box in order to increase the surface area, which leads to a higher convection cold flux. On the interior side of the box, the fins were connected in order to increase the conduction cold flux. The inside of the box was filled with paraffin with a melting point of 22 °C. The heat storage capacity of the paraffin used here was 172 kJ/kg within a temperature range of 11 to 26 °C and had a specific heat of 1.8 / 2.4 (solid/liquid) kJ/kg K. Used paraffin is chemically inert with respect to most materials and should therefore not contribute to corrosion. Fig. 4 shows that when we used airflow of 1.5 m/s, the outlet air temperature was lower than at airflow of 2.4 m/s. This means that the length of the buffer used was not appropriate for airflows larger than 1.5 m/s and inlet air temperatures below 30 ºC. The reason is that after 200 minutes the outlet air temperature equals the inlet air temperature.
Fig. 4. Outlet air temperatures at different inlet air temperatures and airflows
However, in the case of sequentially used buffers the effect would be greater and the air could be cooled for longer. At regime T i = 36 ºC and v = 1.5 m/s the outlet air temperature approaches the inlet air temperature but does not reach it. This is caused by thermal losses to the surroundings. In our case, the loss was to room temperature, which was 23 ºC on average. This constituted an additional heat flux that was cooling the air to infinity. The same happened at regime T i = 40 ºC, where the temperature disparity was much higher and therefore the heat flux was also greater (Fig. 5) .
We calculated the amount of cold released under different regimes. The results represent the amount of cold released at a time interval between 0 and 5 minutes or in other words between 0 and 300 s. Other components of cold were calculated using Excel software. Fig. 6 shows the amount cold, which the buffer released under individual regimes.
MATHEMATICAL MODEL AND COMPARISON WITH EXPERIMENTS
The mathematical model enables us to calculate the stored cold in PCM and the temperatures of cooled air. The physical picture is the following: a cold storage chamber with dimensions W, H and L is filled with PCM. Cold is transferred and stored in PCM as described below. The air is cooled by convection heat transfer (Fig.  7) . Energy storage in PCM includes a moving boundary problem: there is a solid phase on one side and a liquid phase on the other.
Fig. 7. Control volume of the PCM
The partial differential equation for heat conduction:
must be written for a solid (s) as:
and for the liquid (l) phase as:
Since heat is transferred across the borders of the system the increase in energy can be described by introducing specific enthalpy:
The following Eq. can be written for this finite element: 
and using a standardized differential method we get: Where α is the turbulent convection coefficient calculated from the following equation:
Since the thermal conductivity of PCM is very low, the heat conduction can be increased with fins. Increased thermal conductivity can be calculated using the following Eq.: 
The computer program was written in the FORTRAN program language and can calculate temperature fields over a certain time within the paraffin area as well as air temperatures.
The program numerically solves transient two-dimensional heat transfer equations, which contain an equation for convection on the air-PCM side and for conduction inside the PCM. Numerical values of temperatures are in quite good agreement with experimental values, especially in the middle and at the end of the measurements. At the beginning the differences are larger. The reason could be that the inlet temperatures during simulations have been set at a constant value (36 ºC) but during experiments these values change and may be increasing at the beginning of the experiment.
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The key challenge was the time step and number of finite differences (mesh). These two parameters are the key to the stability of the system. If they are set wrongly, then the system is not stable and the calculated temperatures are wrong.
For our case, the temperature interval dt was 0.5 s and Dx = Dy was 0.01. Fig. 9 presents temperatures at the middle cross section of the cold storage: air temperatures and three paraffin temperatures. At the beginning, all temperatures are the same, since the PCM is cooled to the air temperature. After some time, differences that are a consequence of heat transfer from air to the PCM can be observed. The deeper into the PCM we go, the greater is the temperature difference. At the end when the temperature reaches a maximum, all the PCM temperatures are the same again, which means that the cold storage is empty.
RESULTS OF SIMULATIONS
The program was written in such a way that it reads external files with values of inlet air temperatures for every hour in a whole year (Test Reference Year) and gives outlet temperatures as a result. Energy conservation is calculated from the difference between the inlet and outlet air temperature • geometry of storage (length, width, height, depth), • thermal characteristics (thermal conductivity, density, specific heat), • geometry of the air channel, • thermal characteristics of PCM (melting heat, solidification and melting temperature, density and specific heat in both phases), • air flow, • thermal characteristics of air (specific heat, thermal conductivity, viscosity), • time steps and • number of control volumes.
The program reads values of inlet air
temperatures for the selected city every hour for the whole year (from the external file). 3. Using the above-presented Eqs. (5) to (7), the program calculates the values of the temperature for each control volume of the paraffin and air at each time step.
The values of the selected temperatures
are written on the screen and saved into an external file for future analysis. Table 2 presents the key parameters for cold thermal storage with PCM for the simulations.
Simulations were carried out under four different conditions: two different latent heats of PCM (100 kJ/kg, 200 kJ/kg) and two different air flows (10 m 3 /h, 40 m 3 /h) were used.
The calculations of energy conservation using cold storage were made in the following way; for the selected parameters (city, latent heat and air flow), we have calculated: a) The monthly energy required for cooling outside air to room temperature (E o ); b) The monthly energy required for cooling air from cold storage to room temperature (E pcm ).
The difference between a) and b) represents energy savings. The percentage was calculated by Eq. (10) and results are presented in Fig. 10 .
In Fig. 10 , monthly energy savings using PCM cold storage for 4 different European cities are presented.
In the case of Ljubljana, the needs for cooling are not high in April and October. Therefore even with a PCM with low latent heat (100 kJ/kg) the total air volume can be cooled down. Closer to the hottest part of the year, the need for cooling is higher and the efficiency is lower. In July when the need for cooling is the highest, the share of saved energy is in the range of 20 to 60%. The higher the volume flow and the lower latent heat, the more cold has to be added by conventional cooling.
The example for Rome shows us that the efficiency of cold storage decreases in a hotter environment. In July and August the temperatures do not fall below 20 ºC, so cold cannot be stored as latent heat in thermal storage. The consequence of this is that air cannot be cooled during the day and the efficiency is lower by 10%. In other months the efficiency increases since the need for cooling is smaller and the nighttime temperatures are lower.
Examples from London and Stockholm shows us that in colder climates, where the need for cooling is lower, more than 50% efficiency during all cooling periods using cold storage can be reached.
We have also made integral calculations of cold storage in different cities. The data are presented in Table 3 . They are more representative than those in Fig. 10 since they include both percentages and absolute values. Table 3 shows that the quantity of cooling energy at 40 m 2 /h is four times lower than at 10 m 2 /h. This means that the quantity of air and the cooling energy is proportional.
The value for the cooling energy necessary for Ljubljana at the lower volume flow is 12. In the case of Stockholm, the share of saved energy is similar to that of Ljubljana. This means that both cities have a similar temperature fluctuation. The cold energy needed is 60% lower in Stockholm, however, due to different climate conditions.
Rome and London represents two extreme conditions. In the case of Rome, the need for cooling energy is twenty times higher than in London. This is connected to cooling efficiency: in Rome less energy is saved (up to 30%), whereas in London the majority of cold (more than 60%) can be obtained with PCM.
CONCLUSIONS
The proposed model assumes that the only factors in the energy calculation are dependant on the heat flow related to ventilation. This ignores issues of solar gains, internal heat gains, reverse transmission, and energy storage in the room.
Cold storage with PCM could be a very useful component of the ventilation system in buildings since it uses cold from the environment. However, from the analysis it is clear that such a system can only be an addition to the conventional cooling systems and cannot be used alone.
Energy savings vary from one location to another and the savings are very dependent on the weather conditions: daytime and nighttime air temperatures, the melting heat of PCM in cold storage, and the quantity of circulating air.
In places with hot weather conditions the temperatures at night will be too high to solidify the PCM under the given parameters. This means that air during daytime cannot be cooled . On the other hand, in places with cold weather conditions there is plenty of nighttime cold but no strong need for cooling.
The influence of volume flow on energy savings is also important. At low volume flows energy savings are higher than in the case of high volume flows. Nevetheless, low volume flows in general do not satisfy the needs for building ventilation. From the analysis it can be concluded that the most efficient system would be cold storage with the highest possible latent heat and the lowest possible volume flow through the system. Knowing the payback time period of such a system is also significant. Therefore, a cost analysis will need to be carried out in the future. 
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